eaciFic Inspection Report

INSPECTION
SERVICES
Report Date 2/18/2009
Company Pacific Inspection Services Customer Joe Smirth
Address 3005 Hancock street Site Address 1234 Maple Street Port
Townsend, Wa
Thermographer Tim Halpin Contact Person Joe Smith

Camera Model FLIR InfraCAM Wester
Image Date 2009:02:12 12:05:30
Image Name IR_1170.jpg
Emissivity 0.96

Reflected Temperature 75.0 °F

Object Distance 6.6 ft

Description

The Electric elements of the radiant heating system are not operating above kitchen island.. Recommend a licensed heating
contractor repair as necessary.
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PACIFIC
INSPECTION
SERVICES

Utilizing Infrared Technology

Report Date

Company

Address

Thermographer

2/18/2009

Pacific Inspection Services

3005 Hancock street

Tim Halpin

min 53.5 max 87.5

Image and Object Parameters

Camera Model

FLIR InfraCAM Wester

Inspection Report

Customer Joe Smirth

Site Address 1234 Maple Street Port
Townsend, Wa

Contact Person Joe Smith

Text Comments

Image Date 2008:10:09 10:14:08
Image Name IR_0276.jpg
Emissivity 0.95

Reflected Temperature 68.0 °F

Object Distance 6.6 ft

Description

Heat loss at ductt work connections in crawl space. Recommend proper seal up of ducting for an efficiency upgrade.
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PACIFIC
INSPECTION
SERVICES
Report Date 2/18/2009
Company Pacific Inspection Services
Address 3005 Hancock street
Thermographer Tim Halpin

Inspection Report

Customer Joe Smirth

Site Address 1234 Maple Street Port
Townsend, Wa

Contact Person Joe Smith

Camera Model FLIR InfraCAM Wester
Image Date 2009:01:29 11:51:15
Image Name IR_0845.jpg
Emissivity 0.96

Reflected Temperature 75.0 °F

Object Distance 6.6 ft

Description

Missing insulation around solar light tube. Recommend adding insulation to prevent cold air infiltration.
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eaciFic Inspection Report

INSPECTION
SERVICES
Report Date 2/18/2009
Company Pacific Inspection Services Customer Joe Smirth
Address 3005 Hancock street Site Address 1234 Maple Street Port
Townsend, Wa
Thermographer Tim Halpin Contact Person Joe Smith

min 60.2 max 68.6

Camera Model FLIR InfraCAM Wester
Image Date 2009:01:29 13:30:40
Image Name IR_0895.jpg
Emissivity 0.96

Reflected Temperature 75.0 °F
Object Distance 12.0 ft

Missing or compromised insulation in living area. Recommend the addition of insulation at this area for an efficiency upgrade.
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PACIFIC
INSPECTION
SERVICES

Utilizing Infrared Technology

Report Date

Company
Address

Thermographer

Camera Model

2/18/2009

Pacific Inspection Services

3005 Hancock street

Tim Halpin

FLIR InfraCAM Wester

Inspection Report

Customer Joe Smirth

Site Address 1234 Maple Street Port
Townsend, Wa

Contact Person Joe Smith

Image Date 2009:02:11 12:28:17
Image Name IR_1111.jpg
Emissivity 0.96

Reflected Temperature 75.0 °F

Object Distance 6.6 ft
Description

Leaking ductwork at kichen heating register. Recommend properly securing duct work at register to properly channel heat to

conditioned spaces only.
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PACIFIC
INSPECTION
SERVICES

Utilizing Infrared Technology

Report Date

Company

Address

Thermographer

2/18/2009

Pacific Inspection Services

3005 Hancock street

Tim Halpin

Image and Object Parameters

Camera Model

FLIR InfraCAM Wester

Inspection Report

Customer Joe Smirth

Site Address 1234 Maple Street Port
Townsend, Wa

Contact Person Joe Smith

Text Comments

Image Date 2008:05:20 12:48:53
Image Name IR_0041.jpg
Emissivity 0.95

Reflected Temperature 68.0 °F

Object Distance 6.6 ft

Description

Overheated breaker at main panel. Recommend a licensed electrician repair immediately.
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Inspection Report
INSPECTION
SERVICES
Report Date 2/18/2009
Company Pacific Inspection Services Customer Joe Smirth
Address 3005 Hancock street Site Address 1234 Maple Street Port
Townsend, Wa
Thermographer Tim Halpin Contact Person Joe Smith
Image and Object Parameters Text Comments
Camera Model FLIR InfraCAM Wester
Image Date 2009:01:28 12:03:36
Image Name IR_0729.jpg
Emissivity 0.96

Reflected Temperature 75.0 °F
Object Distance 6.6 ft

Description

Cold air infiltration at front door. Recommend upgrading weather stripping.
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